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SECTION 03 01 30.61
EMACO T430
Note to specifiers:

The purpose of this guide specification is to assist the specifier in developing a project specification for the use of BASF building systems products.  this guide document has been prepared to be part of a complete project manual.  it is not intended to be a “stand alone” document, and it is not intended to be copied directly into a project manual.

This guide specification will need to be carefully reviewed for APPROPRIATENESS for the given project and edited accordingly to comply with project-specific requirements.

PART 1 -  GENERAL

1.1 SUMMARY

A. Section Includes:

1. Application of 1-component, high-performance, cementitious mortar with high early strengths, designed for repairing horizontal concrete surfaces.

Delete sections below not relevant to this project; add others as required.

B. Related Sections:

1. Section 03 30 00 - Cast-in-Place Concrete.

2. Section 03 41 00 – Precast Structural Concrete.

3. Section 03 41 13 – Precast Concrete Hollow Core Planks.

1.2 system description

A. Performance Requirements:  Provide mortar material complying with the following requirements:

1. Compressive Strength, ASTM C109:

a. 3 Hour: 1,000 psi (? MPa)

b. 1 Day:  4,500 psi (31 MPa).

c. 7 Days:  7,800 psi (54 MPa).

d. 28 Days:  9,000 psi (62 MPa).

2. Set Time, ASTM C266, minimum 70 degrees F (21 degrees C):

a. Initial:  75 minutes.

b. Final:  90 minutes.

3. Flexural Strength, ASTM C348:

a. 1 Day:  580 psi (4 MPa).

b. 7 Days:  880 psi (6.1 MPa).

c. 28 Days:  1,150 psi (7.9 MPa).

4. Modulus of Elasticity, ASTM C469:

a. 28 days:  5.1 by 10-6 psi (35 GPa).

5. Splitting Tensile Strength, ASTM C496:

a. 1 Day:  550 psi (3.8 MPa).

b. 7 Days:  1,100 psi (7.6 MPa).

c. 28 Days:  1,250 psi (8.6 MPa).

6. Slant Shear Bond Strength, ASTM C882 Modified:

a. 1 Day:  1,800 psi (12.4 MPa).

b. 7 Days:  3,000 psi (20.7 MPa).

c. 28 Days:  3,360 psi (23.2 MPa).

7. Direct Shear Bond, Michigan DOT:

a. 1 Day:  150 psi (1 MPa).

b. 7 Days:  390 psi (2.7 MPa).

c. 28 Days:  450 psi (3.1 MPa).

8. Abrasion Resistance, ASTM 779A, 28 day cured sample:30 minutes:  0.0120 inch (0.0305 cm).60 minutes:  0.0240 inch (0.610 cm).

9. Add Rapid chloride permeability from form 1019950

10. Add Scaling Resistance from form 1019950

11.  Freeze-Thaw Resistance, ASTM C666, (Procedure A) 100 percent Relative Dynamic Modulus at 300 cycles:

a. 98.5.

1.3 SUBMITTALS

A. Comply with Section [01 33 00] [ __ __ __ ].

B. Product Data:  Submit manufacturer's technical bulletins and MSDS on each product.

C. Quality Control Submittals:

1. Provide protection plan of surrounding areas and non-cementitious surfaces.

1.4 QUALITY ASSURANCE

A. Comply with Section [01 40 00] [ __ __ __ ].

B. Qualifications:

1. Manufacturer Qualifications:  Company with minimum 15 years of experience in manufacturing of specified products and systems.

2. Manufacturer Qualifications:  Company shall be ISO 9001:2000 Certified.

3. Applicator Qualifications:  Company with minimum of 5 years experience in application of specified products and systems on projects of similar size and scope, and is acceptable to product manufacturer.

a. Successful completion of a minimum of 5 projects of similar size and complexity to specified Work.

C. Field Sample:

1. Install at Project site or pre-selected area of building an area for field sample, minimum 4 feet by 4 feet (1.2 m by 1.2 m), using specified mortar system.

2. Apply material in strict accordance with manufacturer’s written application instructions.

3. Manufacturer’s representative or designated representative will review technical aspects; surface preparation, repair, and workmanship.

4. Field sample will be standard for judging workmanship on remainder of Project.

5. Maintain field sample during construction for workmanship comparison.

6. Do not alter, move, or destroy field sample until Work is completed and approved by Architect.

7. Obtain Architect’s written approval of field sample before start of material application.

1.5 DELIVERY, STORAGE, AND HANDLING

A. Comply with Section [01 60 00] [ __ __ __ ].

B. Comply with manufacturer’s ordering instructions and lead-time requirements to avoid construction delays.

C. Deliver materials in manufacturer's original, unopened, undamaged containers with identification labels intact.

D. Store tightly sealed materials off ground and away from moisture, direct sunlight, extreme heat, and freezing temperatures. 

1.6 PROJECT CONDITIONS

A. Environmental Requirements:

1. Application range of repair mortar is from 40 degrees F (minus 4 degrees C) to 100 degrees F (38 degrees C).  Follow ACI-recommended concreting practices for hot or cold weather.

2. Ensure that frost or frozen surfaces are thawed and dry.

3. Do not apply material if snow, rain, fog, and mist are anticipated within 12 hours after application.  Allow surfaces to attain temperature and conditions specified before proceeding with application.

PART 2 -  PRODUCTS

2.1 MANUFACTURERs

A. Subject to compliance with requirements, provide products from the following manufacturer:

1. BASF Building Systems

889 Valley Park Drive

Shakopee, MN  55379

Customer Service:  800- 433-9517

Technical Service:  800-243-6739

Direct Phone:  952-496-6000

Internet: www.BASFbuildingsystems.com

B. Substitutions:  Comply with Section [01 60 00] [ __ __ __ ].

C. Specifications and Drawings are based on manufacturer's proprietary literature from BASF Building Systems.  Other manufacturers shall comply with minimum levels of material, color selection, and detailing indicated in Specifications or on Drawings.  Architect will be sole judge of appropriateness of substitutions.

2.2 MATERIALS

A. One-component high-performance, cementitious mortar that produces high-early strength and contains modified cement, aggregate, and additives.  Complies with ASTM C928.

1. Acceptable Product:  Emaco® T430 Repair Mortar by BASF Building Systems.

2.3 MIXES

A. Using mechanical mixer, mix mortar material with clean water in clean container at rates recommended by manufacturer.  Sift powder into container.  Mix continuously at slow speed to avoid air entrainment.  Mix will appear dry until full mix time is accomplished.

B. Mix no more material than can be mixed, placed, and finished in 30 minutes at 72 degrees F (22 degrees C).

PART 3 -  EXECUTION

3.1 EXAMINATION

A. Comply with Section [01 70 00] [_______].

B. Verify concrete substrate is structurally sound and fully cured (28 days).

3.2 SURFACE PREPARATION

A. Protect adjacent Work areas and finish surfaces from damage during mortar system application.

B. Concrete:

1. Remove unsound or delaminated concrete, providing minimum of 1/4 inch (6 mm) substrate profile and 3/4 inch (19 mm) clearance behind corroded reinforcing steel.

2. After removal of concrete, but before placement, mechanically abrade concrete surface to remove bond-inhibiting materials and to provide additional mechanical bond.  Do not use method of surface preparation that will fracture concrete.  Verify absence of micro-cracking or bruising per ICRI Guideline No. 03732.

3. Saw-cut straight edges along repair area perimeters minimum of 1 inch (25 mm) deep to eliminate featheredges.  Do not cut reinforcement.

4. Report cracks that appear in interface area of patch or overlay to Architect, and repair as directed.

5. Continue expansion and control joints through repair or as directed by Architect.

6. Dampen base concrete interface to be repaired to Saturated Surface Dry (SSD) conditions by wetting, fogging, or ponding with clean water for 24 hours.

C. Reinforcing Steel:

D. Expose full circumference of corroded steel in areas to be repaired.

1. Remove oxidation and scale from exposed reinforcing steel per ICRI Technical Guideline No. 03730 “Guide to Surface Preparation for the Repair of Deteriorated Concrete Resulting from Reinforcing Steel Corrosion.”

2. To prevent future steel corrosion, coat prepared reinforcing steel with zinc-rich steel primer.

3.3 application

A. After removing standing water, thoroughly scrub thin layer of bond coat into saturated surface with stiff-bristled broom or brush.  Do not dilute bond coat with water; use suitable bonding agent instead.  Do not apply more of this bond coat than can be covered with mortar before bond coat dries.  Do not retemper the bond coat.

B. Immediately place repair mortar from 1 side of prepared area to other side.  Work material firmly into bottom and sides of patch to ensure good bond.  Level repair mortar and screed it to elevation of existing concrete.  Apply appropriate finish after repair mortar sets.

3.4 Curing:

edit note:  Wet curing for more than 1 day up to 28 days minimizes shrinkage and cracking and improves physical properties. 

A. Wet cure for minimum of 1 day, followed by application of an ASTM C309- or ASTM C1315- compliant curing compound if topcoat will not be applied over repair mortar.

B. Prior to applying primer and finish floor material, allow repair mortar to cure at the following rates.

1. Epoxy Finish Flooring:  Allow 4 hour cure time at 72 degrees F (22 degrees C).

2. Polyester or Vinyl Ester Flooring:  Allow 24 hour cure time at 72 degrees F (22 degrees C).

3.5 CLEANING

A. Clean wet mortar material from tools and equipment with water.  Remove cured materials mechanically.

B. Clean up and properly dispose of debris remaining on Project site related to application.

C. Remove temporary coverings and protection from adjacent Work areas.

3.6 PROTECTION

A. Protect mortar system from damage during construction.

B. Protect mortar system from freezing for 24 hours after application.

C. Protect surface prior to installation of finish topping from damage by use of plywood or other suitable protection course, until Substantial Completion.
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